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ELECTRICAL CABLES

WATER RETICULATION

STORMWATER

SEWERAGE 

COMMS CABLES

TRANSNET OWNED LAND

CoCT 132 KV HIGH VOLTAGE CABLE

PRASA OWNED LAND

AREA No.2 = ± 22 539 m² 

AREA No.3 = ± 30 431 m² 

AREA No.4 = ±   9 424 m² 

AREA No.5 = ± 19 537 m² 

TOTAL ± 81 931 m²

ELECTRICAL SERVITUDE (132KV)

STORMWATER CHANNELS TO BE CLEANED

1. Cables and Existing services must be detected before any
work commences.

2. The U/G services depicted on this plan have been sourced
from engineering plans and various other sources.

3. All indicated services should be treated as approximate.
4. Special care needs to be taken when work commences, as

unmarked cables/services (not indicated on this plan) may
exist  in close proximity to the proposed or existing roads.

5. Transnet Property, Geo-Spatial may not be held
responsible / accountable for any discrepancies that may
arise.
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