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THREE POSITION SWITCH

CIRCUIT BREAKER

YNd1 POWER TRANSFORMER

ABBREVIATIONS:

CABLE TERMINATION

BUSBAR

NOTES
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201270126

1.  DO NOT SCALE DRAWING - ONLY DIMENSIONS SHOWN TO BE
USED.

2.  THE CONTRACTOR SHALL VERIFY ALL CONDITIONS, DIMENSIONS
AND LEVELS ON THE SITE AND NOTIFY THE NEC SUPERVISOR OF
ANY VARIATIONS BEFORE CONSTRUCTION.

3.  SEE SPECIFICATIONS FOR TERMINATIONS ON 11kV SWITCHGEAR.

4.  11 kV SWITCHGEAR SHALL BE OF THE FIXED PATTERN GAS
INSULATED TYPE WITH FIXED VACUUM CIRCUIT BREAKERS AND
MOTORISED THREE POSITION SWITCHES. THE 11 kV SWITCHGEAR
SHALL BE INTERNAL ARC CLASSIFIED (IAC) AFLR 25 kA FOR 1
SECOND IN ACCORDANCE WITH SANS 62271-200. THE 11 kV
SWITCHBOARD SHALL BE OF THE DOUBLE BUSBAR DESIGN.

5.  ALL POWER CABLES INTERNAL TO THE SUBSTATION YARD AND
     BUILDING TO BE UNARMOURED. ALL CABLES EXITING THE
     SUBSTATION BUILDING TO BE ARMOURED, UNLESS OTHERWISE

SPECIFIED.
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CPLR COUPLER

VT VOLTAGE TRANSFORMER

BKR BREAKER

CT CURRENT TRANSFORMER

FDR FEEDER
IAC INTERNAL ARC CLASSIFICATION

AFLR AUTHORIZED ENTRY, FRONT, LATERAL, REAR

NECRT NEUTRAL EARTHING COMPENSATOR AND EARTHING RESISTOR
AND AUXILIARY TRANSFORMER
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ISSUED FOR CONSTRUCTION:
· HOLD POINT ADDED.
· UPDATED CONDUCTOR SIZE.
· NOTES REMOVED AND REVISED.

03

WS
JF

LK
CP

'24 04 17

02 '21-11-30CPJWDD
ISSUED FOR CONSTRUCTION:
· TRIFURCATION JOINTS AND SINGLE CORE

MV CABLE OMITTED WITH 3C MULTI-CORE
INSTALLED FROM END-TO-END
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